
 
NMWD Regulation 36, adopted 11/65 

NORTH MARIN WATER DISTRICT 
REGULATION 36 

INSTALLATION OF SERVICE TO PRIVATE FIRE PROTECTION SYSTEMS 
The installation of facilities to provide water supply to privately owned and maintained 

systems to sprinklers, hydrants, standpipes or other facilities exclusively for fire fighting, shall be 
done in accordance with the procedures for extension of water distribution facilities. 

Each fire protection service shall be installed with a detector check assembly designed by 
the District.  The assembly shall be operated and maintained as part of the District's system.  The 
Applicant for a private fire protection service shall be responsible for operation and maintenance of 
facilities beyond the assembly and for payment of the rates set forth in Regulation 54 c. 

 
 


