**MAINLINE**

- **ALL WHITE**
  - GATE VALVES 4" AND LARGER

- **ALL WHITE**
  - BUTTERFLY VALVES

- **BLUE & WHITE**
  - VALVES 3" AND SMALLER

- **ALL WHITE**
  - ZONE VALVE
  (BLUE AND WHITE FOR ≤ 3")

- **ALL WHITE**
  - VALVES WITH BY-PASS
  (MAIN VALVE OPERATOR)

- **BLUE & WHITE**
  - VALVES WITH BY-PASS
  (BY-PASS OPERATOR)

- **ALL RED**
  - HYDRANT VALVES,
  BLOW-OFFS, AND FIRE LINES

- **PURPLE AND RED**
  - RECYCLED WATER HYDRANT VALVES,

- **WHITE & RED**
  - HYDRANT VALVES,
  BLOW-OFFS, AND FIRE LINES
  WITH DOMESTIC WATER SUPPLY.

- **ALL PURPLE**
  - RECYCLED WATER VALVES.

**NOTE:** PAINTED RING AROUND ALL VALVES SHALL EXTEND 2" FROM VALVE CAP END

---

**VALVE MARKINGS**

<table>
<thead>
<tr>
<th>APPROVED</th>
<th>DATE</th>
<th>REV</th>
<th>STD NO</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>10/3/13</td>
<td>4</td>
<td>22</td>
</tr>
</tbody>
</table>

THIS STANDARD REPLACES NMWD STD-A-33